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ADDENDUM TO 
SPECIFICATIONS ENTITLED 

“AIKEN TECHNICAL COLLEGE  
‘C’ BUILDING ROOF REPLACEMENT” 

DATED JUNE 2025 
Bidder must acknowledge receipt of Addendum in the box(es) provided on the Bid Form. 
Failure to acknowledge may be grounds for rejection of the bid. 

ADDENDUM NO. 1 September 23, 2025 

The Specifications and Drawings contained in the project manual “AIKEN TECHNICAL 
COLLEGE ‘C’ BUILDING ROOF REPLACEMENT” and dated JUNE 2025, are amended as 
follows: 

  
1. SUBSTITUTION REQUESTS: 

a) A substitution request was submitted to allow the use of an alternative SBS Modified 
Bitumen base ply and cap sheet as manufactured by Siplast. These materials are 
approved as a substitute for the specified materials: 

1. Base Ply - Siplast – Paratech Glass Base 
2. Cap Sheet - Siplast – Paratech Glass Cap FR 

2. CONTRACOR QUESTIONS: 

a) A question was asked regarding if the cost for realignment of the existing satellite dish 
is the roofing contractor’s responsibility: 

Answer: Yes, based on specification section 07591 Removals and Preparation “3.1.2.1 
Contractor is responsible for disconnection of existing roof mounted equipment and 
electrical wiring, as well as all reconnections and testing.” 

3. CLARIFICATIONS TO THE SPECIFICATIONS: 

a) None 

4. CHANGES TO THE SPECIFICATIONS: 

a) None 
5. CLARIFICATIONS TO THE DRAWINGS: 

a) None 
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6. CHANGES TO THE DRAWINGS: 

a) Delete and Replace drawing sheet K1 with the included revised drawing sheet K1. This 
revised drawing sheet corrects an error in the description of the new roofing system’s 
net design load. 

Nothing herein is interpreted or construed as changing any provisions of the specifications 
except as specifically stated herein. 

END OF ADDENDUM NO. 1 

 

 

Attachment(s): K1.pdf 
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STATE PROJECT #: H59-6339-PD
AIKEN TECHNICAL COLLEGE

BUILDING "C" ROOF REPLACEMENT
2276 JEFFERSON DAVIS HWY, GRANITEVILLE, SC 29829

DRAWING INDEX

K1 KEY PLAN, DRAWING INDEX &
SITE VICINITY MAP

R1 ROOF PLAN
D1 DETAILS
D2 DETAILS
D3 DETAILS
D4 DETAILS

BUILDING "C" KEY PLAN1

                  LEGEND

=  AREA IN THE CONTRACT

=  AREA NOT IN CONTRACT

=  ROOF AREA DESIGNATIONRA #
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PROJECT DATA

A.PROJECT DESIGNED IN ACCORDANCE WITH:
1. INTERNATIONAL BUILDING CODE - 2021 EDITION
2.INTERNATIONAL PLUMBING CODE - 2021 EDITION
3.INTERNATIONAL FIRE CODE - 2021 EDITION
4.INTERNATIONAL EXISTING BUILDING CODE - 2018 EDITION
5.INTERNATIONAL ENERGY CONSERVATION CODE - 2009 EDITION
6.NATIONAL FIRE PROTECTION ASSOCIATION 10 - 2020 EDITION

B.BASIC REVIEW INFORMATION
1. EXISTING BUILDING IS A 1 & 2 STORY REINFORCED CONCRETE MASONRY UNIT (CMU) AND

BRICK LOAD BEARING WALL CONSTRUCTION WITH STEEL BAR JOISTS SUPPORTING A METAL
ROOF DECK.

2.AREA OF AFFECTED ROOF (RA): 19,634 SF
a. RA 1: 11,055 SF
b. RA 2: 6,042 SF
c. RA 3: 2,537 SF

3.ROOF HEIGHT ABOVE GRADE:
a. RA 1: 33'
b. RA 2: 33'
c. RA 3: 17'

4.PRIMARY OCCUPANCY CLASS: GROUP “E” EDUCATIONAL OCCUPATION
5.CLASS “A” ROOF COVERING

C.PROJECT IN FIRE DISTRICT: YES

D.STRUCTURAL INFORMATION:
1. ROOF AREAS 1, 2 & 3 DESIGN LOADS:

a. ORIGINAL DEAD LOAD INCLUDED AGGREGATE SURFACED BUILT UP ROOF, INSTALLED
OVER RIGID INSULATION & METAL "B" DECK
ESTIMATED WEIGHT: 17lbs/SF

b. PROPOSED DEAD LOAD INCLUDING 2 PLY MODIFIED BITUMEN OVER NEW FLAT AND
TAPERED INSULATION OVER METAL "B" DECK

       DESIGN WEIGHT: 12lbs/SF
c. NET DEAD LOAD REDUCTION OF 5lbs/SF

N

2 SITE VICINITY MAP
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