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LETTER    OF   TRANSMITTAL  

 

EMAIL           HAND DELIVERY           USPS           OVERNIGHT DELIVERY           PICK UP  

 

DATE: December 5, 2024 

TO: Bryce Howie – R.D. Brown Contractors Inc. 

Gregory Williams – Contract Management, Inc. 

Cale Collier - McKnight Construction 

Dan Dockstater - CMI 

Jonathan Kinsey - Gillam and Associates 

Christina McAlhaney – Brantley Construction 

Jeff Heitjan – Garrard Group 

Jason Gauntt - Solid Structures 

Hawkins Pitcher – Consensus Construction 

Shawn Gill - Garrard Group 

Jennifer Weiszer – Arrowood Mfg 

GMC # 
 

    

 

 
 

 ACST230036 
 

 

PROJECT:
  

Aiken Technical College 
700 Building Renovations 

OSE # H59-6251-SG 

   

SET NOs COPIES DATED DESCRIPTION OF ITEM 

 
 

  

1 December 4, 2024 Addendum No. 3 

REMARKS: Attached is Addendum No. 3 for the above referenced project.  Please review and notify our office of 

any questions or issues.  

COPY TO: Dora R Robson – Aiken Technical College 
Stan Gailey – Office of State Engineer  

 

 

 SIGNED:   

          



  

ADDENDUM N0. 3 

Aiken Technical College 700 Building Renovations 

GMC # ACST230036 

2276 Jefferson Davis Hwy. Graniteville, SC 29829 

December 04, 2024 

 

The following items shall take precedence over the drawings and specifications for the above  

named project and shall become a part of the contract documents.  Where any item called for 

in the specifications, or indicated on the drawings, is not supplemented hereby, the original 

requirements shall remain in effect.  Where any original item is amended, voided, or superseded 

hereby, the provisions of such item not specifically amended, voided, or superseded shall 

remain in effect. 

 

General: 

1. Bidders are hereby advised that information from bid documents which are not 

received from the Architect are not legitimate and the bidder accepts full responsibility 

for any differences.  GMC has not authorized the scanning of the documents.  Bidders 

should be aware that the plans are copyrighted, and any unlawful use is subject to legal 

action. Bidders are further advised that the use of partial bid documents is not 

recommended, and bidders will be responsible for any discrepancies which might have 

been avoided had a full set of documents been reviewed.  

2. Fire Suppression (sprinkler heads, flow, and tamper switches, etc.) - Contractor to 

coordinate with the following contact for Fire Suppression Systems: 

 

Key Fire Protection Enterprises, LLC 

706-790-3473 

 

3. Fire Alarm (Strobes, Pull Stations, Alarms, etc.) - Contractor to coordinate with the 

following contact for Fire Alarm Systems: 

 

Adair Day 

Convergent 

803-605-2278 

 

4. HVAC Controls - Contractor to coordinate with the following contacts for HVAC 

controls: 

 

Ken Ralphs   John Weekly 

Service Contact   Install 

Johnson Controls  Johnson Controls 

706-513-6553   706-799-2891 

 

Specifications: 
1. Replace the attached specification sections below dated November 15, 2024. 

a. Table of Contents 

b. 10 21 13.19 Plastic Toilet Compartments 

2. Add the attached specifications sections below dated November 15, 2024. 

a. 08 01 85 - Maintenance of Skylights 

b. 31 11 00 – Aggregate  

c. 31 20 00 – Earthwork 

d. 31 23 00 - Excavating Trenching and Backfill 

e. 31 25 00 – ESPC 

f. 32 13 13 - Concrete Construction 

g. 32 92 23 – Sodding 

h. 32 93 00 - Planting 



 

Drawings:  

General 
1. Sheet G1.21 Partition Types 

a. Replace Sheet “G1.21 Partition Types” with “G1.21 Partition Types, Issue 

Addendum 3.” 

Architectural 
1. Sheet A1.01 Floor Plans and A1.02 Floor Plans 

a. General Notes – Floor Plan 

i. Note 2 – Replace note with the following: “All interior walls to be type 

0G unless noted otherwise, see G1.21 for more information.” 

ii. Add Note 3 – “Existing CMU walls at Women 712 & Men 713 to be 

furred. See wall type F1 on G1.21 for Details.” 

2. Sheet A6.01 Door Schedule, Legend, & Notes 

a. Add doors as indicated on AD-1.1 

3. Sheet A7.12 Millwork Details 

a. Replace Cashiers Counter Cabinet Section on D1/A7.12 with AD-1.2 

4. Sheet A8.01 Finish Legend 

a. Toilet Accessories Schedule 

i. Tag TA01, TA10, and TA19, change CFCI to OFCI 

b. Finish Legend 

i. RB-1, Under Detail Description, change color to Burnt Umber 

ii. PL-3, Under Type and Detail Description, change to Not Used 

iii. TP-1, Under Detail Description, change the following: 

Style Name: Hiney Hiders 

5. Sheet A8.02 Finish Schedule 

a. Replace Finishes on A8.02 Finish Schedule as indicated on AD-1.3 

6. Sheet A8.03 Finish Plan 

a. Replace Sheet “A8.03 Finish Plan” with Sheet “A8.03 Finish Plan, Issue 

Addendum 3” 

7. Sheet A9.02 North Entry Design Options 

a. Replace the label “ACM Panels” with “Formed Metal Wall Panels.” 

b. See attached AD1.4 for Alternate 1 Demolition 

Electrical 
1. Replace the attached drawings below with Issue Addendum 3 Drawings  

a. E0.50 Electrical Panel Schedules 

b. ED1.01 Power & Telecom Demolition Plan 

c. ED1.02 Power & Telecom Demolition Plans 

d. ED3.01 Systems Demolition Plan 

e. ED3.02 Systems Demolition Plans 

f. E1.01 Power & Telecom Plan 

g. E1.02 Power & Telecom Plans 

h. E2.01 Lighting Plan 

i. E2.02 Lighting Plans 

j. E3.01 Systems Plan 

k. E3.02 Systems Plan 

 

 

 

 

 

 

 

 

 

 



 

 

Substitutions 
1. Subject to compliance with the contract documents and full submittal review during 

construction, GMC does not take exception to the following lighting substitutions: 

Lighting Fixture Schedule 

     Accepted Substitution 

Type Fixture Description Manufacturer Model    

A1  2’x4’ recessed troffer HE Williams FT-24-LS/8CS-AF-(4)EQ CLIPS-DIM 

-UNV-A1E WITH EM/10W 

   

A1E  2’x4’ recessed troffer HE Williams FT-24-LS/8CS-AF-(4)EQ CLIPS-DIM 

  w/ emergency battery   -UNV-A1E WITH EM/10W 

     

A2  2’x2’ recessed troffer HE Williams FT-22-LS/8CS-AF-(4)EQ CLIPS-DIM 

-UNV-A2E WITH EM/10W 

 

A2E  2’x2’ recessed troffer HE Williams FT-22-LS/8CS-AF-(4)EQ CLIPS-DIM 

  w/ emergency battery   -UNV-A2E WITH EM/10W 

 

B1  Exterior 2’ 6” tall LED Evergreen ALC-B-32-12-XX-CFA 

  Bollard   Lighting 

 

CH1  3 arm LED chandelier WAC Lighting PD-29803-XX 

 

D1  6” recessed downlight HE Williams 6AR-L30/835-DIM-UNV-OW-OF- 

CS-N-F1 

 

D2  6” wet rated surface WE EF  DAC220-134-1424-3000K 

  Mounted downlight 

 

J1  4’ surface mounted HE Williams 75R-4-L50/835-DIM-UNV 

  Strip 

 

L3  10’ recessed linear Finelite  HP-X-R-D-LENGTH-660LM/FT-835 

       -F-XX-SC-FC-1-XX-FE-XX 

 

L4  14’ recessed linear Finelite  HP-X-R-D-LENGTH-660LM/FT-835 

       -F-XX-SC-FC-1-XX-FE-XX 

 

L5  8’ recessed linear Finelite  HP-X-R-D-LENGTH-660LM/FT-835 

       -F-XX-SC-FC-1-XX-FE-XX 

 

P1  Suspended rectangular TechoLED LLC SL-1-C-25-35-XX-U-PA-DM-X-X- 

  Linear w/ varying size   P1E WITH EM 

 

P1E  Suspended rectangular TechoLED LLC SL-1-C-25-35-XX-U-PA-DM-X-X- 

  Linear w/ emergency    P1E WITH EM 

  Battery & varying size 

 

W1E Exterior wet rated ABB Installation LUXACSD 

  Wall pack  Products Inc 

 

X1  Single faced edgelit ABB Installation LXN1NGMC 

  Exit sign, ceiling mount Products Inc 



 

X2  Dual faced edgelit ABB Installation LXN2NGMC 

  Exit sign, ceiling mount Products Inc 
 

END of ADDENDUM #3 
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